Energy Management Strategy for Rural Communities’ DC Micro Grid Power System Structure with Maximum Penetration of Renewable Energy Sources

Maheswaran Gunasekaran 1, Hidayathullah Mohamed Ismail 1, Bharatiraja Chokkalingam 1, Lucian Mihet-Popa 2,* and Sanjeevikumar Padmanaban 3

1 Department of Electrical and Electronics Engineering, SRM University, Chennai 603 203, India; maheshvaranee@gmail.com (M.G.); hidayathullahm@gmail.com (H.M.I.); bharatiraja@gmail.com (B.C.)
2 Faculty of Engineering, Østfold University College, Kobberslagerstredet 5, 1671 Kråkeroy-Fredrikstad, Norway
3 Department of Energy Technology, Aalborg University, Esbjerg 6700, Denmark; san@et.aau.dk
* Correspondence: lucian.mihet@hiof.no; Tel.: +47-922-713-53

Received: 19 January 2018; Accepted: 12 March 2018; Published: 8 April 2018

Abstract: The AC and DC power system structures need to be modernized to meet consumer demands. DC microgrids are suitably admired due to their high efficiency, consistency, reliability, and load sharing performance, when interconnected to DC renewable and storage sources. The main control objective for any DC microgrid is providing proper load–power balancing based on the Distributed Generator (DG) sources. Due to the intermittent nature of renewable energy sources, batteries play an important role in load–power balancing in a DC microgrid. The existing energy management strategy may be able to meet the load demand. However, that technique is not suitable for rural communities’ power system structure. This research offers an energy management strategy (EMS) for a DC microgrid to supply power to rural communities with solar, wind, fuel cell, and batteries as input sources. The proposed EMS performs the load–power balancing between each source (renewable and storage) in a DC microgrid for dynamic load variation. Here, the EMS handles two battery sources (one is used to deliver power to the priority load, and the other is utilized in the common DC bus) to meet the required demand. The proposed EMS is capable of handling load–power balancing using renewable energy sources with less consumption of non-conventional energy sources (such as a diesel generator). The performance of the system is analyzed based on different operating conditions of the input sources. The MATLAB/Simulink simulation model for the proposed DC microgrid with their EMS control system is developed and investigated, and their results are tabulated under different input and load conditions. The proposed EMS is verified through a laboratory real-time DC microgrid experimental setup, and the results are discussed.

Keywords: energy management strategy (EMS); distributed generator (DG); state of charge (SoC); circuit breaker (CB); standard test condition (STC); photovoltaic (PV)

1. Introduction

Today, the world population is drastically increasing, hence the consumption of electrical energy is increasing accordingly. Since 75% of people are residents of the metropolitan areas and 25% of people live in remote villages, the majority of the power supplied to these areas is generated using fossil fuels rather than the renewable energy sources. Hence, the usage of fossil fuels will result in 60% environmental depletion. Today, many countries have started to generate power through non-conventional energy sources compared to conventional energy sources. Considerable investments...
in distributed energy resources have taken place even during and after the financial crisis affecting the world economy from 2008 to 2012. As per an international energy agency report on world energy investment in 2017, China, the United States, Europe, India, Russia, and South Africa have invested a considerable amount to harvest renewable energies in comparison to other countries [1]. According to the international energy investment report [2], many countries have started investing much in solar and wind rather than other renewable energy sources.

The best solution to overcome environmental depletion is by harvesting a renewable energy–sourced microgrid. Most of the non-conventional energy sources are synchronized with the utility or load through power converter interfaces, which constitutes a microgrid. Microgrids are sub-categorized into three types: AC, DC, and hybrid [3]. AC microgrids have the benefit of using power from the utility. However, an AC microgrid needs a relatively complex controller for synchronizing the system and importing and exporting power while maintaining system stability. The DC microgrid has certain advantages with many features. On the generation side, some of the renewable energy sources, generating power in a DC microgrid include fuel cells and photovoltaic and storage systems, whereas on the load side, modern electronic loads like computers, telephone base stations, vehicle charging stations, and telecommunication applications require DC power. Both the AC and DC loads will be fulfilled by a hybrid microgrid. The main advantage of a microgrid is having a less transmission loss, electrification of remote villages, improving power system stability by supporting reactive power balance in the utility grid, and high reliability with energy storage devices to sustain power balance among the generation and demand. The total energy conversion loss of AC to DC to supply DC loads is approximately 10–25% [4,5]. To resolve this issue, the DC microgrid feeds the load directly, which will reduce the conversion loss [6,7]. For remote village communities, the DC microgrid is the most preferred power supplying utility because the main utility grid may not electrify these village communities because of transmission issues. Therefore, the residential, lighting and commercial loads will be met by the DC microgrid with the help of a battery [8–11]. The battery energy storage system will be important in the DC microgrid because the batteries are charged during non-peak load condition and discharged during peak load condition with some fluctuations in the power generated by the renewable energy sources [11–14]. There are several research areas on the subject of the microgrid, of which the demand side management (DSM) is the main focus area. It will adjust the demand with respect to the consumers’ requirements with respect to time (kW/h). Therefore, the utility can reduce the peak load and reduce congestion in the system.

This system will decrease the difference between the peak load and total generation at peak time periods [15–17]. The transition from a minimum load to maximum load approaching the compress load curve is a great advantage of demand-side management in microgrid applications. The energy storage has different ramp rates, which are used to reduce the deviation in the voltage and improve stability [15]. Biomass is one of the non-conventional energy sources that generate power in small capacity and that is also integrated into the DC microgrid to supply power to remote communities [16]. However, by integrating the various sources into the grid, protection has to be considered for the DC microgrid, which is discussed in [17,18]. The depth penetration of renewable energy sources into the microgrid and EMS when considering the intermittent of photovoltaic systems is proposed in [19,20]. The main control function of EMS in any DC microgrid structure is to handle the load–power balancing. It should be reliable and cost-effective based on the power obtained from the distributed generation [18–20]. A conventional EMS has some ability to meet the above-mentioned problems for the DC microgrid structure. A rural community microgrid design and a review of the various architectures in some countries are discussed in [21,22]. Power quality is one of the issues in hybrid and AC microgrids [21–26]. This research work will focus on the EMS for a DC microgrid to supply remote village communities. The proposed EMS overcomes the drawbacks of the conventional system by load–power balancing between each source (renewable and storage) in a DC microgrid for dynamic load variation and reduces the consumption of non-conventional energy sources (such as a diesel generator). The general concept of the microgrid, the load profile of the
village communities, and the functional block diagram of the proposed DC microgrid are discussed in Section 2. In Section 3, the mathematical modeling of different renewable energy sources is discussed. In Section 4, the proposed EMS is discussed. The simulation studies and experimental results are discussed in Sections 5 and 6. Finally, the DC microgrid system is concluded in Section 7.

2. Power System Network

The power system network is comprised of generation, transmission, and distribution. In generation, all the power generation plants, like thermal, hydro, nuclear etc., are connected in parallel. The generated power is stepped up and transmitted to reduce transmission loss. Finally, in the distribution stage, the power is supplied to different types of consumers with respect to their requirements. Figure 1 shows the schematic structure of the power system network. There are two thermal units, two hydro, and two nuclear power generation units that are connected in parallel, which will be connected to the transmission network. In the second stage of the transmission network, the co-generation plants like sugar plants and cement plants are connected to the distribution bus, and finally, in the distribution network, the voltage is stepped down, and it will supply power to different consumers like industrial, commercial, and domestic consumers. The power fluctuation severely affects consumers in the distribution stage, which is limited to some extent through the use of the microgrid, which is supplied through renewable energy sources like wind, PV, fuel cells, and diesel power. The main advantage of the microgrid is that it is able to instantaneously meet any increase in load that cannot be reciprocated by thermal, hydro, and nuclear generating units. The liability of the system will improve, and the microgrid is a better solution for supplying power to a remote village community.

Figure 1. Power system network.
Proposed DC Microgrid Architecture for Rural Communities

The proposed DC microgrid architecture is for remote villages. In a village, the various loads such as commercial loads, agricultural vehicle loads, and priority load (street lighting) are considered. The power generation capacity of each source is 5 kW, as shown in Figure 2. The power generated in the fuel cell and PV is DC, but for wind it is AC, so the AC is converted into DC by means of a converter.

To reduce voltage variation, a converter is used in all DG sources. The power produced from non-conventional energy sources are inconsistent to supply load continuously due to its intermittent. Therefore, batteries are utilized to ensure power supply to consumers without any interruption. Here, two batteries are used. One is interfaced to the load side, and the other is on the DC bus. The DC bus battery is only used for the priority load, and the load side battery is used for the commercial and agricultural vehicle loads. The diesel generator is also connected to the DC distribution network to deliver the load when available power in the DC microgrid is not sufficient. AC power generated by the diesel generator is converted to DC power by a converter.

Figure 2. Proposed DC microgrid architecture.
3. Mathematical Modeling of Proposed DC Architecture

The proposed DC microgrid consists of four different sources (PV, wind, fuel cell, and battery). The PV power mainly depends upon solar irradiance and the ambient temperature. Wind power depends on wind velocity. PMSG is used to generate electrical power from the turbine. Wind power is interconnected to the DC microgrid by the AC/DC converter. Fuel cell power depends upon parameters such as distribution, flow rate, partial pressure of fuel cell gases, and the required number of stack cells. Mathematical modeling of each source is briefly discussed in this section.


The output power of the PV module is obtained by solar irradiance and with respect to PV module area. The output of the PV model is determined by

\[ P_{\text{solar}} = \eta_g i_r A, \]  

(1)

where, \( \eta_g \) = generation efficiency, \( i_r \) = solar irradiation (W/m\(^2\)) and \( A \) = area (m\(^2\)), and the PV efficiency is determined by Equation (2).

\[ \eta_{ce} = \eta_{ref} \eta_{ce} \left[ 1 - \beta \left( T_{\text{cell}} - T_{\text{cell ref}} \right) \right], \]  

(2)

where, \( \eta_{ce} \) = power conditioning efficiency, \( \beta \) = Temperature co-efficient C ((0.004–0.006)/C), \( \eta_{ref} \) = reference module efficiency, \( T_{\text{cell ref}} \) = reference cell temperature, and the temperature \( (T_C) \) is determined by Equation (3).

\[ T_c = T_a + \left[ \frac{\text{NOCT} - 20}{800} \right] G_t, \]  

(3)

where, \( T_a \) = temperature in C, \text{NOCT} = nominal operating cell temperature in C, \( G_t \) = solar irradiation in tilted module (W/m\(^2\)).

Total radiation in the solar cell considering normal and partial solar radiation is obtained by

\[ T_I = I_D R_D + (I_b + I_d) R_s, \]  

(4)

System Modeling

The PV or solar cell operation is similar to the operation of PN junction diode, which converts light energy into electricity through the photovoltaic effect [24]. The PV module is grouped based on the series and parallel connection of multiple PV cell [24,25]. The single PV cell is configured into a single diode representation as in Figure 3. In this model, solar irradiance is represented by a current source, and the other circuit parameters are diode current \( I_d \), output current \( I \), series resistance \( R_s \), parallel resistance \( R_p \), and output voltage \( V \). The output current is calculated by

\[ I = N_P \left[ I_{ph} - I_{rs} \left( \frac{\exp \left( \frac{q(V + IR_s)}{AKTN_s} \right)}{AKTN_s} - 1 \right) \right], \]  

(5)

\[ I_{RS} = I_{rr} - \left[ \frac{1}{T_k} - \frac{1}{T} \right], \]  

(6)

where, \( N_P \) and \( N_S \) = number of cell connected in parallel and series, the \( K \) = Boltzmen constant, \( A \) = diode ideality factor, \( IR_s \) = reverse saturation current of cell at \( T \), \( T_r \) = referred cell temperature, and \( I_{rr} \) = reverse saturation current at \( T_r \).

\[ I_{ph} = \left[ I_{scr} + K_i(T - T_r) \frac{S}{100} \right], \]  

(7)
where, $I_{scr} =$ short circuit current at a reference temperature of the cell, $K_i =$ co-efficient of the short circuit temperature, $S =$ solar irradiation in (W/m$^2$). In this model, the shunt resistance in parallel to the ideal shunt diode and the $I$-$V$ characteristics are determined by the equation as follows:

$$I = I_{ph} - I_D,$$  \hspace{1cm} (8)

$$I = I_{ph} - I_o \left[ \exp \frac{q(V + IR_s)}{AKT} - 1 \right] - \frac{V + R_s I}{R_{sh}},$$ \hspace{1cm} (9)

where, $I_{ph} =$ Irradiance current (A), $I_D =$ diode current (A), $I_o =$ Inverse saturation current (A), $R_s =$ series resistance (Ω), $R_{sh} =$ shunt resistance (Ω), $I =$ cell current (A), $V =$ cell voltage, and the output current of the PV cell using single diode model is expressed as

$$I = I_{PV} - I_{D1} - \frac{V + R_s I}{R_{sh}}.$$ \hspace{1cm} (10)

![Figure 3. A single diode model of a photovoltaic (PV) cell.](image)

The open circuit voltage and maximum power of the PV module is obtained by the simplified PV system modeling proposed by [26]. The voltage and power with the values of series resistance ($R_s$) is calculated by fill factor [27–29].

$$FF = FF_o \left[ 1 - \frac{R_s}{V_{SC}} \right]$$ \hspace{1cm} (11)

$$P_{max} = FF \times V_{OC} \times I_{OC}$$ \hspace{1cm} (12)

where, $FF =$ fill factor of the ideal PV module without resistive effects and $V_{OC} =$ normalized value of the open circuit voltage to thermal voltage.

The power conversion in the PV system is obtained through the PV modules. The performance capability of the PV depends on the temperature and its characteristic curve (power & $V$, $I$ curve) at standard test condition, which is shown in Figure 4. A single PV cell of any rating will not be able to generate the required power levels. Hence, several PV cells are interconnected through a series and parallel combinations that scale up to generate the required PV power. The voltage and current are obtained by scaling up of PV modules, which is expressed as

$$I_A = \frac{N_p}{N_m}$$

$$V_A = N_s \times V_M$$

$$P_A = FF \times V_A \times I_A$$ \hspace{1cm} (13)
where, $I_A$ and $V_A$ = PV array voltage and current, $I_M$ and $V_M$ = PV module voltage and current, and $P_A$ and $P_M$ = PV array power and module power.

![Solar cell characteristics curve (voltage vs. current and power).](image)

**Figure 4.** Solar cell characteristics curve (voltage vs. current and power).

### 3.2. Mathematical Modeling of Wind Power

The wind model consists of variation of wind velocity with gust and wind speed [30–36].

$$W_V = V_w + V_g + V_{wr},$$  \hspace{0.5cm} (14)

where, $V_w$ = Base wind velocity, $V_g$ = Gust wind velocity, and $V_{wr}$ = ramp wind component.

The gust speed is calculated by

$$V_{wg} = \begin{cases} 
0 & t < T_1 \\
C_2 \left[ 1 - \cos \pi \left[ \frac{t - T_1}{T_2 - T_1} \right] \right] & T_1 \leq t \leq T_2 \\
0 & t \geq T_2 
\end{cases},$$  \hspace{0.5cm} (15)

where, $C_2$ = maximum value of the gust component, $C_3$ = maximum wind speed caused by the ramp, and $T_3$ and $T_4$ are the cut-in and cut-out times of the ramp, respectively.

Wind power is calculated by

$$P_W = \frac{dW_w}{dt}$$  \hspace{0.5cm} (17)

Energy drawn by the wind turbine is

$$W_w = V_a \times \frac{1}{2} \rho (V_1^2 - V_3^2)$$

$$P_W = d \frac{\frac{1}{2} \rho (V_1^2 - V_3^2)}{dt}$$  \hspace{0.5cm} (18)

where, $W_w$ = energy drawn by wind turbine and $\rho$ = Air density.

According to Betz, the maximum wind turbine power output is

$$P_M = \frac{16}{27} A_R \frac{3}{2} V^3$$  \hspace{0.5cm} (19)
Equation (19) is obtained by substituting the value for $V_1$, and $V_3$.

\[
V_2 = \frac{2}{3} V_1 \\
V_3 = \frac{1}{3} V_1
\]  

(20)

The wind turbine model represents the output power captured by the turbine [33–36]. Figure 5 shows the characteristic curve for wind speed vs. power. The power in the wind ($P_w$) in an area is obtained by

\[
P_W = \frac{1}{2} \rho A W V^3
\]  

(21)

\[
P_M = P_W C_p
\]  

(22)

\[
C_p = \frac{1}{2} \left[ \delta - 0.22 \beta^2 - 5.6 \right] e^{-0.17 \delta}
\]  

(23)

$\beta$ = Pitch angle of the blade in degrees, $\delta$ = the tip speed ratio of the turbine, and $C_p$ = Power coefficient.

![Figure 5. Characteristic curve of wind system (wind speed vs. power).](image)

Wind generated power is expressed as:

\[
p_G = VGI_G
\]  

(24)

3.3. Mathematical Modeling of Fuel Cell Power

A different assumption [36] is made, which is described below:

- Idealized modeling;
- Uniform circulated gases;
- Constant pressure in the flow channel;
- Cell parameters are represented together to form stack parameters;
- The output voltage of the single fuel cell can be represented as

\[
\begin{align*}
PH_2 &= \frac{-1}{n_{H_2}} \left[ PH_2 + \frac{1}{k_{H_2}} \left( q_{th, in} - 2 K_v i_{FC} \right) \right] \\
PO_2 &= \frac{-1}{n_{O_2}} \left[ PO_2 + \frac{1}{k_{O_2}} \left( q_{th, in} - 2 K_v i_{FC} \right) \right] \\
PH_2O &= \frac{-1}{n_{H_2O}} \left[ PH_2O + \frac{1}{k_{H_2O}} K_i i_{FC} \right]
\end{align*}
\]  

(25)
Here, $KH_2 = \text{valve meter constant for hydrogen and } KO_2 = \text{valve meter constant for oxygen } (2.52 \times 10^{-3} \text{ kmol/s atm})$. $K_v = \text{constant defined by the rate of reactant hydrogen and fuel cell current.}$

The reactant utilization factor $U$ is defined as follows:

$$U_F = \frac{qH_2^{in} - qH_2^{out}}{qH_2^{in}}$$

$$V_{act} = [E_1 + E_2T + E_3T\ln(cO_2) + E_4\ln(i_{FC})]$$

$$cO_2 = \frac{p_{po_2}}{5.08 \times 10^6 e^{\left(\frac{498}{T}\right)}}$$

where, $E_1$, $E_2$, $E_3$, $E_4$ is the cell parameter coefficients, $CO_2$ = concentration of oxygen. Figure 6 represents the equivalent circuit of the fuel cell. It consists of cell voltage, actual resistance, concentration resistance, and ohmic resistance [37,38].

$$V_{ohm} = i_{FC}(R_m + R_{ohm})$$

$$R_m = \frac{\rho_m}{A}$$

where, $\rho_m = \text{specific resistivity of the membrane for electron flow (} \Omega \text{ cm)}$. $A = \text{active cell area (cm}^2\text{)}$ and $l = \text{thickness of the membrane}$.

The concentration loss is due to the reactive excess concentration near the catalyst surface.

$$V_{Con} = \frac{-R_{con}T}{2F} \ln\left(1 - \frac{j}{j_{max}}\right)$$

The fuel cell current can be determined as

$$i = i_oA\left(\frac{e^{\frac{\alpha F}{C}V_{act} - e^{\frac{(1-\alpha)FV_{act}}{RTFC}}}}{e^{\frac{\alpha F}{C}V_{act}}}\right)$$

$I_o = \text{exchange current density (A/m}^2\text{)}, A = \text{catalyst layer surface (m}^2\text{)},$ and $i = \text{fuel cell current}$. The Figure 7 shows the single fuel cell characteristics for stack current vs. cell voltage and power. The power of the fuel cell can be obtained from

$$P_{fuel} = V_{out}i_{C}.$$
3.4. Mathematical Modeling of the Battery

The mathematical models of the battery focus mainly on $V$, $I$ parameters. The current is determined by a change in the terminal voltage of the battery [36]. The transfer of electrons from one electrode to another leads to the generation of current. The open circuit voltage at the battery is determined from the potential difference between the positive and negative electrodes [37–40]. The charging/discharging of battery is expressed as

$$V_{\text{discharge}} = E_o - V_{op}^+ - V_{op} - IR_{pol}$$

(33)

$$V_{\text{charge}} = E_o + V_{op}^+ + V_{op} + IR_{pol}$$

(34)

$$V_{\text{battery}} = E_o - K \left( \frac{Q}{Q - ii} \right) i - R_o i$$

(35)

$$V_{\text{battery}} = E_o - \left( \frac{K}{SoC} \right) i - R_o i$$

(36)

$$V_{\text{discharge}} = E_o - KD_r \frac{Q}{Q - ii} i - R_o i - KD_v \frac{Q}{Q - ii} ii + e(t)$$

(37)

$$V_{\text{charge}} = E_o - KE_r \frac{Q}{it + A} i - R_o i - KE_v \frac{Q}{Q - ii} ii + e(t)$$

(38)

$$e(t) = Bi \{ e(t) + Au(t) \}$$

(39)

$$V_{\text{discharge}} = E_o - KD_r \frac{1}{SoC} i - R_o i - KE_v \left( \frac{1}{SoC} - 1 \right) + e(t)$$

(40)

Equation (35) can be rewritten using state of charge (SoC) due to the polarization ohmic voltage. Equations (37) and (38) are modified by the shepherd relation model. $E_o =$ open circuit voltage of a battery (V), $K =$ polarization coefficient (Ω), $Q =$ battery capacity (A/h), and $R =$ internal resistance. Some of the limitations associated with Equations (37) and (38) are (i) ageing of battery and self-discharge, (ii) the battery capacity does not depend upon the amplitude of the current, and (iii) the temperature coefficient is not considered [35]. These limitations can be overcome by considering the
factors affecting the lifetime of the battery. The SoC condition is analyzed at every instant of time and is calculated with threshold capacity using

\[ \text{SoC} = \text{SoC}_{in} - \int_0^t (i - \max(i_g, i_d)) \frac{d\tau}{Q}. \quad (41) \]

The net power of the DC microgrid architecture is calculated by the summing of all the power of the energy sources.

\[ P_{\text{net}} = P_{PV} + P_{\text{Wind}} + P_{\text{fuelcell}} + P_{\text{diesel}} \quad (42) \]

4. Energy Management Strategy

The proposed DC microgrid architecture has three renewable energy sources with the storage device and diesel generator to supply the load continuously. In villages, agriculture is the main occupation of people. Thus, the microgrid is designed to meet the commercial DC and agricultural vehicle load. The lighting of the village will be considered as a priority load in the system. The net generated power and load power \( P_{\text{net}} \) and \( P_L \) is given by Equations (43) and (44).

\[ P_{\text{net}} = P_{PV} + P_{\text{Wind}} + P_{\text{fuelcell}} \quad (43) \]

\[ P_L = P_{DL} + P_{AGL} + P_{PL} \quad (44) \]

where,

\( P_{PV} \) = power generated by PV (kW);
\( P_{\text{wind}} \) = power generated by Wind (kW);
\( P_{\text{fuelcell}} \) = power generated by Fuel cell (kW);
\( P_L \) = Domestic load (kW);
\( P_{AGL} \) = Agriculture vehicle load (kW);
\( P_{PL} \) = Priority load (kW).

The priority battery is used to supply the lighting load. It will charge during the day and discharge during the night. The generated power will supply the loads by the three cases with the help of the battery and diesel generator. The process is represented as a flow chart in Figure 8. First, the load demand and generated by various sources will be measured based on the condition as follows

- **Case 1:** Generated power equal to total load.
  
  In this condition, the power generated by wind, PV, and fuel cell is equal to the total load, hence the load will be supplied by the generation without any interruption.

- **Case 2:** Generated power higher than the load.
  
  In this case, the generated power is higher than the load, hence the renewable power is fully supplied to the required load. The excess power from the generation is charged to the battery. The proposed architecture has two batteries: one is the priority load battery, and the other is the domestic and agricultural load side battery. While the load is supplied, at the same time, the priority battery SoC will be checked. Thus, the condition of priority the load battery and domestic load battery is discussed in Case 3 and Case 4.

- **Case 3:** Priority load battery charging.
  
  In this case, the SoC of the priority load battery is measured. If the priority is minimum, the battery is charged until it reaches the rate power on that interval. Once it reaches the rated
power, the priority battery will not charge, and the excess power generated by the energy source will charge the commercial battery.

\[ \text{SoC}_{\text{min}} < \text{SoC}_{\text{priority}} < \text{SoC}_{\text{max}} \]

\[ P_{\text{power}} > P_{\text{rated}} = \text{charging} \]

\[ P_{\text{power}} < P_{\text{rated}} = \text{discharging} \]

\[ P_{\text{priority}} = \begin{cases} 7 \text{ a.m.} < \text{charging} < 6 \text{ p.m.} \text{ rated (kW/h)} \\ 6 \text{ p.m.} < \text{discharging} < 7 \text{ a.m.} \text{ rated (kW/h)} \end{cases} \]

where, \( P_{\text{power}} = \) priority load power \( P_{\text{rated}} = \) rated (kW/h) to be charged on the condition of \( P_{\text{priority}} \) interval, charging on daytime \( P_{\text{rated}} = \) rated (kW/h) to be discharged on the condition of \( P_{\text{priority}} \) interval discharging on night time.

- **Case 4**: Domestic and agricultural charging.

  In this case, the \( \text{SoC} \) of the commercial load battery is measured, if the \( \text{SoC}_{\text{Combattery}} \) is minimized then the battery is charged till the \( \text{SoC} \) of the battery reaches the maximum value. Once it is fully charged excess power generated will be reduced by controlling the output of the fuel cell.

\[ \text{SoC}_{\text{min}} < \text{SoC}_{\text{Combattery}} < \text{SoC}_{\text{max}} \]

\[ \text{SoC}_{\text{Combattery}} > \text{SoC}_{\text{min}} = \text{charging} \]

\[ \text{SoC}_{\text{Combattery}} > \text{SoC}_{\text{max}} = \text{discharging} \]

- **Case 5**: \( P_G < P_L \).

  The generated power will be less than the required load, in this case. This case will be treated with caution to supply the load with the help of the battery by cases 6 and 7. Whatever the load profile may be, the priority load will be supplied by generation, which is the major consideration in this case. The difference in power from the generation and load will be calculated, and then whether the available generation is enough to meet the priority load will be checked. When the condition is satisfied, the priority load will be met by the available generation.

\[ P_{\text{min}} < P_{\text{priority}} < P_{\text{max}} \]

\[ P_{\text{net}} = P_{\text{min}} > P_{\text{rated}} \text{ (i.e., checks the condition for the case 6)} \]

\[ P_{\text{net}} = P_{\text{max}} < P_{\text{rated}} \text{ Supply the load} \]

- **Case 6**: Checking the condition of commercial battery \( P_{\text{Combattery}} \).

  In this case, the commercial load battery power is measured. The generated power and the commercial load battery are checked to see if they are able to supply the load. If the power is sufficient, the demand will be supplied until the \( \text{SoC} \) of the commercial load battery reaches a minimum level.

\[ \text{SoC}_{\text{min}} < \text{SoC}_{\text{Combattery}} < \text{SoC}_{\text{max}} \text{ SoC for the commercial battery} \]

\[ \text{SoC}_{\text{Combattery}} < \text{SoC}_{\text{max}} \text{ Battery is discharging} \]

\[ P_L = P_{\text{Combattery}} + P_G \]

- **Case 7**: Checking the total demand with respect to the generator.

  If \( P_L = P_{\text{Combattery}} + P_G \), then the demand will be supplied through the diesel generator, and the system will continuously check the generative power and the priority load. Once the generation power
is enough to supply the load, the diesel generator is cut off from the grid. This process is continued to give uninterrupted power to consumers in remote villages.

\[ P_L = P_{\text{combattery}} + P_G + P_{\text{Diesel}} \]  

(45)

Figure 8. Flowchart for proposed energy management strategy (EMS) of the DC microgrid.

5. Simulation Study and Results

5.1. Simulation Results

The proposed EMS is simulated for the DC microgrid using MATLAB/Simulink. The simulation parameters are shown in Table 1. The control parameter for the EMS is PV, wind, fuel cell, battery, diesel generator, and load power. The load is subdivided into three categories: priority, commercial, and agricultural vehicle load.
Table 1. Simulation parameters.

<table>
<thead>
<tr>
<th>Description</th>
<th>Specification</th>
</tr>
</thead>
<tbody>
<tr>
<td>Wind generator</td>
<td>5 kW, 220 V</td>
</tr>
<tr>
<td>PV</td>
<td>5 kW, 220 V</td>
</tr>
<tr>
<td>Fuel Cell</td>
<td>5 kW, 220 V</td>
</tr>
<tr>
<td>DC bus voltage</td>
<td>220 V</td>
</tr>
<tr>
<td>DC-DC converter</td>
<td>220 V</td>
</tr>
<tr>
<td>Dynamic Load</td>
<td>5 kW</td>
</tr>
<tr>
<td>Motor load</td>
<td>2.5 kW to 5 kW</td>
</tr>
<tr>
<td>Battery</td>
<td>220 V battery/150 Ah</td>
</tr>
</tbody>
</table>

The priority load consists of the basic requirement of load that has to be supplied continuously (street lighting of village community), whereas the commercial load and agricultural vehicle load vary according to the requirements of the consumer. Based on the available power generated by all sources with respect to load, the EMS is categorized into the following three cases:

1. Generation equal to load \( P_G = P_L \);
2. Generation greater than load \( P_G > P_L \);
3. Generation less than load \( P_G < P_L \).

5.2. Generation Equal to Load \( P_G = P_L \)

The characteristic curve shown in Figure 9 illustrates that the available power generation is equal to the load condition that is plotted between times versus power. From this condition, the renewable power energy source power is completely utilized to meet the demand requirements. In this condition, the battery will not charge/discharge because the power is deficient. It will not be necessary to use the diesel generator in this case. This case only occurs during a few hours a day, which is shown in Table 2.

![Figure 9. Generation is equal to the load \( P_G = P_L \) (power vs. time).](image)

5.3. Generation Greater Than Load \( P_G > P_L \)

The Figure 10 shows that the available power generation is greater than load. When \( P_G > P_L \), the available power is supplied to the consumers and excess power is stored in batteries. However, before storing energy in the batteries, the EMS checks the SoC of both the batteries. First, the priority load battery SoC will be checked and be based on the requirement in a particular interval. It will be charged, and next, the load-side battery SoC will be measured based on the level of SoC. When the SoC is minimized, the power is not delivered to the load; rather, it is stored in the batteries. In certain cases, the power will be extremely high and the load is quite low. Then, the battery is charged completely. There will be surplus power. Thus, the generation of power is cutoff.
Table 2. Simulated result values ("kW") of the DC microgrid with EMS.

<table>
<thead>
<tr>
<th>Time</th>
<th>Power Generated by Renewable Energy Source</th>
<th>Diesel Power</th>
<th>Total Generated Power</th>
<th>Commercial Battery</th>
<th>Priority Load Battery</th>
<th>Priority Load</th>
<th>Domestic Loads</th>
<th>Agricultural Loads</th>
<th>Total Loads</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>( P_{PV} ) (kW)</td>
<td>Wind (kW)</td>
<td>Fuel (kW)</td>
<td>Diesel (kW)</td>
<td>( P_g ) (kW)</td>
<td>Charge (kW/h)</td>
<td>Discharge (kW/h)</td>
<td>Charge (kW/h)</td>
<td>Discharge (kW/h)</td>
</tr>
<tr>
<td>6 a.m.–7 a.m.</td>
<td>1</td>
<td>3</td>
<td>5</td>
<td>4</td>
<td>9</td>
<td>0</td>
<td>0</td>
<td>−2</td>
<td>0</td>
</tr>
<tr>
<td>7 a.m.–8 a.m.</td>
<td>3</td>
<td>4</td>
<td>4</td>
<td>0</td>
<td>11</td>
<td>−1</td>
<td>0</td>
<td>−2</td>
<td>0</td>
</tr>
<tr>
<td>8 a.m.–9 a.m.</td>
<td>4</td>
<td>5</td>
<td>4</td>
<td>0</td>
<td>13</td>
<td>−1</td>
<td>0</td>
<td>−2</td>
<td>0</td>
</tr>
<tr>
<td>9 a.m.–10 a.m.</td>
<td>3</td>
<td>5</td>
<td>4</td>
<td>0</td>
<td>12</td>
<td>0</td>
<td>0</td>
<td>−2</td>
<td>0</td>
</tr>
<tr>
<td>10 a.m.–12 p.m.</td>
<td>5</td>
<td>4</td>
<td>5</td>
<td>0</td>
<td>14</td>
<td>−2</td>
<td>0</td>
<td>−2</td>
<td>0</td>
</tr>
<tr>
<td>12 p.m.–2 p.m.</td>
<td>5</td>
<td>5</td>
<td>5</td>
<td>0</td>
<td>15</td>
<td>−7</td>
<td>0</td>
<td>−2</td>
<td>0</td>
</tr>
<tr>
<td>2 p.m.–3 p.m.</td>
<td>4</td>
<td>2</td>
<td>3</td>
<td>0</td>
<td>9</td>
<td>0</td>
<td>3</td>
<td>−2</td>
<td>0</td>
</tr>
<tr>
<td>3 p.m.–4 p.m.</td>
<td>5</td>
<td>4</td>
<td>4</td>
<td>0</td>
<td>13</td>
<td>0</td>
<td>0</td>
<td>−1</td>
<td>0</td>
</tr>
<tr>
<td>4 p.m.–6 p.m.</td>
<td>3</td>
<td>5</td>
<td>3</td>
<td>0</td>
<td>11</td>
<td>−9</td>
<td>0</td>
<td>1</td>
<td>3</td>
</tr>
<tr>
<td>6 p.m.–8 p.m.</td>
<td>1</td>
<td>2</td>
<td>4</td>
<td>0</td>
<td>7</td>
<td>0</td>
<td>4</td>
<td>2</td>
<td>3</td>
</tr>
<tr>
<td>8 p.m.–12 a.m.</td>
<td>0</td>
<td>4</td>
<td>5</td>
<td>0</td>
<td>9</td>
<td>0</td>
<td>1</td>
<td>2</td>
<td>3</td>
</tr>
<tr>
<td>12 a.m.–4 a.m.</td>
<td>0</td>
<td>4</td>
<td>5</td>
<td>0</td>
<td>9</td>
<td>−4</td>
<td>0</td>
<td>2</td>
<td>3</td>
</tr>
<tr>
<td>4 a.m.–6 a.m.</td>
<td>0</td>
<td>0</td>
<td>2</td>
<td>0</td>
<td>2</td>
<td>0</td>
<td>9</td>
<td>2</td>
<td>3</td>
</tr>
</tbody>
</table>
5.4. Generation Greater Than Load \((P_G > P_L)\)

Figure 11 illustrates the condition where the available power generated is less than the load. During \((P_G < P_L)\), the EMS checks whether the power generated is able to supply at least the priority load or not. If the generated power is sufficient to supply the demand of priority load, the EMS then checks the condition of the battery. The priority load will be supplied by the generators. For supplying the commercial and agricultural vehicle load, the battery will supply power when the required power is already stored in the battery. If the battery power and generated power is not able to supply the load, the diesel generator will then supply the load power. The performance of the proposed EMS is analyzed for a 24 h period, which is shown in Table 2. From that table, it is observed that the load requirement of the rural village community is supplied by the penetration of various renewable energy sources rather than the diesel generator. The diesel consumption of the DC microgrid is only 4 kW for one hour in a whole day compared to all other EMS.

The complete performance of the proposed system for 24 h period of the EMS of the DC microgrid is summarized in Table 3, and Figure 12 describes the PV, wind, fuel cell, and diesel power and their operating condition with respect to load in all cases. The laboratory-scale DC microgrid has a capacity of 750 W, and with each renewable energy source, the capacity is 250 W. The performance of all the sources depends on the climatic condition. The power upstream and downstream of the DC microgrid depends on the maximum and minimum voltage, current rating, with respect to the standard test
condition (STC) of individual sources stated by the manufacturer. Based on that, the DC microgrid is designed, and their specification is described in Table 4.

**Table 3. Summary of the EMS.**

<table>
<thead>
<tr>
<th>$P_G$</th>
<th>$P_L$</th>
<th>$P_{Priority}$</th>
<th>$P_{Com}$</th>
<th>$P_{Diesel}$</th>
<th>Cases</th>
<th>Remarks</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>$P_G = P_L$</td>
<td>✓</td>
<td>✓</td>
<td>✓</td>
<td>√</td>
<td>×</td>
</tr>
<tr>
<td>2</td>
<td>$P_G &gt; P_L$</td>
<td>✓</td>
<td>✓</td>
<td>✓</td>
<td>√</td>
<td>×</td>
</tr>
<tr>
<td>3</td>
<td>$P_G &lt; P_L$</td>
<td>✓</td>
<td>✓</td>
<td>✓</td>
<td>✓</td>
<td></td>
</tr>
</tbody>
</table>

**Figure 12.** Overall performance of the system with generated power.

**Table 4.** Hardware specifications of the proposed DC microgrid.

<table>
<thead>
<tr>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td>Centys Solar 250 W</td>
<td>Maximum capacity 250 W</td>
<td>Type of Turbine</td>
<td>Horizontal Axis Downwind Turbine</td>
<td>Rated capacity 500 W</td>
<td></td>
</tr>
<tr>
<td>Wind</td>
<td>Open circuit voltage 37.8 V</td>
<td>Rated Wind Speed 5 m/s</td>
<td>Valve Voltage 12 V</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Fuel Cell</td>
<td>Short circuit current 7.94 A</td>
<td>Rated Power 300 W</td>
<td>Blower range 12 V</td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Module efficiency 15.3%</td>
<td>Rated rpm 300</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Solar cell efficiency 17.2%</td>
<td>Cut-in wind speed 2 m/s</td>
<td>Ambient Temperature 5–30 °C (41–86 °F)</td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Maximum voltage ($V_m$) 31.5 V</td>
<td>Cut-out wind speed 15 m/s</td>
<td>Max Stack Temperature 65 °C (149 °F)</td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Maximum current ($I_m$) 7.94 A</td>
<td>Blade length 600 mm</td>
<td>Gas Pressure 0.45–0.55 Bar</td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Nominal Temperature 42 °C (±2 °C)</td>
<td>blades 6</td>
<td>Stack Size 268 mm × 130 mm × 122.5 mm (10.5&quot; × 5.1&quot; × 4.8&quot;)</td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td>Dimensions 1650 mm × 992 m × 40 mm</td>
<td>Noise Level &lt;20 dB</td>
<td>Efficiency of System 40% at 14.4 V</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
6. Experimental Analysis

The performance of the proposed EMS is verified by the laboratory-scale DC microgrid. The output power of the PV and fuel cell are DC, but for output power is AC. Thus, the AC power is converted to DC with the help of converters. All three sources are integrated to a common DC bus, and a charge controller is used to maintain the voltage level. Two batteries are connected in parallel to supply the demand. One is the priority load battery, and the other is the commercial load battery. The charging and discharging modes of the batteries are based on the availability of power in the DC microgrid. The hardware description for the DC microgrid is presented in Table 5.

<table>
<thead>
<tr>
<th>Parameters</th>
<th>Specification</th>
</tr>
</thead>
<tbody>
<tr>
<td>DC bus voltage</td>
<td>24 V</td>
</tr>
<tr>
<td>Capacity of wind generator</td>
<td>200 W</td>
</tr>
<tr>
<td>Capacity of PV panel</td>
<td>200 W</td>
</tr>
<tr>
<td>Capacity of fuel cell power</td>
<td>100 W</td>
</tr>
<tr>
<td>Battery type</td>
<td>Tall tubular C10</td>
</tr>
<tr>
<td>Battery capacity</td>
<td>14 Ah/12 V</td>
</tr>
<tr>
<td>DC-DC converter</td>
<td>24 V/220 V</td>
</tr>
<tr>
<td>Lamp loads</td>
<td>500 W</td>
</tr>
<tr>
<td>Load bus</td>
<td>220 V</td>
</tr>
<tr>
<td>Diesel generator</td>
<td>500 W</td>
</tr>
<tr>
<td>Maximum current</td>
<td>3 A</td>
</tr>
</tbody>
</table>

The common DC bus voltage of the laboratory scale system is 24 V, and the 24 V/220 V converter is used to maintain the voltage level at load bus. The EMS is tested under the following cases:

1. \( P_G > P_L \)
2. \( P_G = P_L \)
3. \( P_G < P_L \)

The EMS continuously monitors the load power with respect to the renewable power generation. Based on its performance, the DC microgrid will supply the load. Two types of loads are considered to validate the performance: one is the priority load, and the other is the commercial load.

The priority load is the lighting load that will charge during the day and discharge at night. The commercial battery is charged based on the availability of RES with respect to the load. The experimental results are shown in Table 6.

(1) Case 1: \( P_G > P_L \)

During 7 a.m.–8 a.m., the total power generated from the REG is 370 W. At that instant, the demand is 250 and the load current is 1.2 Amps. The excess power (120 W) is stored in the commercial load battery. The voltage of the DC bus and the load current waveform is shown in Figures 13 and 14.

(2) Case 2: \( P_G = P_L \)

When the load is raised at 9 a.m.–10 a.m. to generate power, the load power is 440 W and the load current is 2 A, and the generated power continuously supplies the load without any interruption. At that interval, the commercial battery is in standby mode (no charging and discharging). The load current and priority load battery charging waveform are shown in Figures 15 and 16.

(3) Case 3: \( P_G < P_L \)

Normally, PV does not supply power from 6 p.m.–6 a.m. due to the sun irradiation portfolio. During this time, the rest of power sources (wind and fuel cell) combine with battery to supply the load. At 8 p.m.–12 a.m., the load is considered to be 900 W and the available generation is 600 W.
In this case, the microgrid power demand is satisfied through a combination of battery and available energy sources (wind and fuel cell). The load current, commercial load battery, and priority load battery charging waveform are shown in Figures 17 and 18. If the total generation on the microgrid is low when compared to the load, the diesel generator will switch on to supply the load until the renewable power becomes active. From all the three cases, this system will be reliable and supply the load without any interruption. The main advantage of this DC micro grid is that it will supply the load to the consumer with the depth penetration of renewable energy sources rather than the diesel generator. It is concluded that the prototype of the 500 W microgrid is tested and validated with different conditions. The results satisfy the EMS for both the simulation and the hardware setup. The DC microgrid architecture is scalable for 15 kW to satisfy the load demand in rural communities.

Table 6. Experimental results at different time periods.

<table>
<thead>
<tr>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>P(W) I(A)</td>
<td>P(W) I(A)</td>
<td>P(W) I(A)</td>
<td>P(W) I(A)</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>7 a.m.–8 a.m.</td>
<td>100 170 100</td>
<td>370 1.68</td>
<td>100 0.5</td>
<td>150 0.7</td>
<td>250 1.2</td>
<td>−100 −0.5</td>
<td>−120 −0.7</td>
<td></td>
<td></td>
</tr>
<tr>
<td>9 a.m.–10 a.m.</td>
<td>200 140 100</td>
<td>440 2</td>
<td>100 0.5</td>
<td>340 1.5</td>
<td>440 2.0</td>
<td>−100 −0.5</td>
<td>0 0</td>
<td></td>
<td></td>
</tr>
<tr>
<td>8 p.m.–12 a.m.</td>
<td>0 150 100</td>
<td>250 1.13</td>
<td>100 0.5</td>
<td>250 1.1</td>
<td>350 1.6</td>
<td>100 0.5</td>
<td>100 0.45</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

Figure 13. Voltage across each renewable energy source.

Figure 14. Load current during 7 a.m.–8 a.m.
Figure 15. Load current during 9 a.m.–10 a.m.

Figure 16. Load current during 8 p.m.–12 a.m.

Figure 17. Commercial battery charging/discharging profile.

Figure 18. Priority load battery charging/discharging profile.
7. Conclusions

In this paper, an EMS is proposed for different renewable sources fed to DC microgrid for remote village communities with capricious load conditions. The Proposed DC microgrid handles the load power balancing for DG sources based on EMS. The proposed system is applicable for electrifying rural communities with maximum penetration of renewable energy sources and storage systems. Furthermore, this EMS is able to handle the load–power balancing for all the capricious cases ($P_G = P_L$, $P_G > P_L$ and $P_G < P_L$) and provides a continuously supply to rural communities (described in Table 2 for all capricious cases). The load–power balancing is performed based on two battery sources: one is the priority battery (which handles the priority load), and the other is the commercial battery (which is applicable to common DC bus). This battery is able to handle the load demand for various capricious cases, which are described in Table 2. Hence, the EMS utilizes the maximum power from the renewable sources and reduces the consumption of non-conventional energy sources (a diesel generator). The simulation and experimental studies of the DC microgrid with the proposed EMS clearly indicates that the power dissipates to the consumer through maximum renewable energy penetration and batteries throughout the day without any divergence in the system. Thus, the proposed EMS is verified through a laboratory-scale real time DC microgrid experimental setup and confirms its merits.

Author Contributions: Maheswaran Gunasekaran and Hidayathullah Mohamed Ismail has developed the proposed research concept, and they both are involved to study the execution and implementation with numerical software by collecting information from the real environment and developed the simulation model for the same. Maheswaran Gunasekaran has implemented the proposed concept in laboratory prototype environment with Bharatiraja Chokkalingam. Sanjeevikumar Padmanaban, and Lucian Mihet-Popa shared their expertise and validation examinations to confirm the concept theoretically with the obtained numerical results for its validation of the proposal. All authors Maheswaran Gunasekaran, Hidayathullah Mohamed, Bharatiraja Chokkalingam, Sanjeevikumar Padmanaban, Lucian Mihet-Popa, involved to frame the final version of the manuscript as a full research article. Moreover, all authors involved in validating and to make the article error free technical outcome for the set investigation work.

Conflicts of Interest: The authors declare no conflict of interest.

References


37. Yu, S.Y.; Kim, H.J.; Kim, J.H.; Han, B.M. SoC-based output voltage control for BESS with a lithium-ion battery in a stand-alone DC microgrid. *Energies* 2016, 9, 924. [CrossRef]

© 2018 by the authors. Licensee MDPI, Basel, Switzerland. This article is an open access article distributed under the terms and conditions of the Creative Commons Attribution (CC BY) license (http://creativecommons.org/licenses/by/4.0/).